An optimal cost effective battery management strategy is developed for Microgrid based on a daily tariff from grid side. A Microgrid is an excellent frame work which gives a decentralized scheme to capitalize diverse renewable resources by cutting down power need of a consumer from the utility grid .Firstly, a daily price pattern of a load area is distributed into different regions for an average consumption of energy profile then the battery charging and discharging scheme is setup based on the availability of the renewable resources and the state of the charge .Real time 10min dispatch information send to Battery PCS through Modbus communication protocol and check the status of all generation and consumption units on graphical user interface developed in C#/Matlab. This proposed scheme is applied to the Beijing Goldwind Microgrid test bed which consist of Wind ,PV and Vanadium redox flow battery to supply power to a commercial building .The results are showing minimum dependencies on the grid power and utilizing all renewable and battery power at an optimum way.
Introduction
Renewable energy application development is the only solution for energy shortage and environmental issues in current growing economies around the globe. As On the distribution side, Microgrid is the best way to fully utilize the benefits of the renewable energy sources and assist consumer to reduce the dependency on the utility grid. It can help to reduce the variability of renewable resources as well as improve the reliability and efficiency of power supply [1] . Researchers are finding new ways to solve the issues related to Microgrid such as coordinated control of all Distributed Generations (DGs) and utility [2] , protection schemes (as of bidirectional flow in distribution system) [3] and energy management (optimal use of all resources to improve economic and environmental benefits) [4] . In order to promote the ongoing research in this area usually countries like USA, China, Germany and Canada are granting a lot of investment to develop test beds of Microgrid and facilitate in solving different scenarios on variety of DGs and Energy Storage System (ESS) in Microgrid. In the context of Energy management through Microgrid, a reliable and secure operation must be carried out in order to get the optimal (or near optimal) point of operation such as unit commitment and dispatch for the available DGs to achieve required targets. This task is getting difficult in Islanded mode of Microgrid where the refresh rate must be higher to tackle the sudden changes in renewable generators and load demand [5] . Battery management system integrated with the renewable sources like wind turbine and solar panel provides much flexible energy management as well as increase the reliability and power quality of Microgrid. several researches [4] - [6] , [9] - [11] showed improve power quality in hybrid Wind, solar and battery schemes. Apart from just smoothing the RE effects these BMSs could mitigate frequency fluctuations and transmission losses and provide peak shaving facilitates.
Swept Area
Chen et al [5] , presented an smart energy manager using genetic algorithm .Characteristics of PV in different environment conditions are considered and one day ahead foresting of power is proposed and finally multiple economic objectives simplified into single objective function related to battery, load and generation limits . More research need to be done in this EMS as the commercial and industrial profiles for a certain region still not defined which will help to map more exact relationship in objectives related to generation units, battery and cost of Microgrid.
For economical and efficient use of Renewable sources ,an optimal sizing method is also an integral part. This optimum sizing method help to provide full use of all PV, Wind and Battery resources with minimum investment cost so that the hybrid system could able to achieve optimum point in term of cost and reliability. This type of study include the system long run cost vs. performance and economic benefit analysis [6] . For designing a Microgrid on a particular location and environment, assessment of optimal sizing is very important for energy management system where as in test bed schemes one could simply consider different scenarios like flexible generating and load unit for extendable quality of a system in future run.
Kansumba [6] designed two control strategies to minimize the daily operation cost of PV, diesel and hybrid system in islanded Microgrid. He used continuous and ON/OFF modes of operation to solve optimization problem in nonlinear cost of diesel generation. Continuous control shows more fuel saving than the ON/OFF mode whereas the later on achieve reduce operating time for generator which ultimately leads to less environmental damage.
A study of probabilistic analysis for an optimum energy management is considered by Nikmehr [7] . An objective function is minimized by imperialistic competitive algorithm and then use Monte Carlo to simulate different scenarios in order to achieve lowest cost using all uncertain sources such as Wind, PV and others like, battery and Microturbine but this method is not feasible as all such methods required a lot of computation time and hence cant applied directly in real time systems.
A real time energy storage management for renewable integration in Microgrid is proposed by Rahbar [8] . According to authors, a finite horizon real time energy management scheduling is constructed and solved to find the minimum cost of energy used from grid by charging /discharging energy storage for a particular horizon subject to constraints for load and battery. A noisy predicted net energy profile is used in off line algorithm to devise and online sliding mode scheme. This algorithm shows better result than heuristic and dynamic programming approaches with fast computation time. The main issue with this approach as to know the prior information about net energy profile otherwise the sliding mode algorithm will not give accurate results.
All aforementioned papers discussed about very effective approaches but rather slow convergence speed in real time processing and prior exact data about forecasting of load, wind and PV which are very difficult to achieve and also used much processing time and cost for a normal customer with small level Microgrid. In this paper, a real time energy management system is developed using a daily price information from the main grid and state of charge of battery without considering of load and renewable sources fluctuation as the main objective here is to minimize the dependency on main grid and fully utilization of Wind, PV power while charging the battery on off-peak time and discharging on peak time according to load and price trend. Software is developed to check the performance and later on it will be available for commercial usage in the market as this is the testing phase of this project.
The Microgrid test bed is used in this paper to check the proposed algorithm and verified the result by running it 24 hour in a test environment. The paper arranged are as follows, Section 2 describe the modelling of each energy source Section 3 describe the state of charge and time based scheduling of battery and Section 4 shows the simulation and real time data values finally Section 5 is the conclusion. 
System Configuration

The microgrid structure
A demonstration Microgrid test bed is setup in Goldwind Microgrid facility, Beijing ,the system mainly consist of un dispatch able sources such as wind turbine, Photovoltaic panels and dispatch able sources as vanadium redox flow battery which are used to provide power to a section B office building in the site of Goldwind. A 10kV bus on the top in Fig. 1 is connected to a main utility grid and a radial distribution level Microgrid whereas 400V bus is connected to all sources including office building load.
Modelling of wind power generation system
Wind energy convert a kinetic energy of moving air into mechanical then electrical form of energy. The power output P w through an interval t can be shown as 
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The wind power generation system is shown in Fig. 2 . Was modeled on 2.5MW GW121/2500 permanent magnet direct drive wind turbine with a 80m tower located in Goldwind Technology Park (Yizhuang) Beijing, china. The details parameter and characteristic info are mentioned in Table 1 and also available on website of Goldwind. Fig. 2 . Goldwind 2.5MW WT at Beijing.
Modelling of PV power generation system
Solar power is harvested through a poly silicon cell which convert it to electricity through photovoltaic reaction. The power rating of cell Ps shows the standard test condition of cell at a temperature around 25 degree Celsius and irradiance of 1000W/m2 in Fig. 3 . 
PV power generation was modeled using the historical information available in Goldwind Microgrid research department in Beijing. This system have total two operational PCS available at the time of conducting this research and each of these are 200kW used in parallel making in 400kW at rated power. The historical power of each of these PV sets are shown in Fig. 4. 
Energy storage system
The energy storage system Fig. 4 dynamics can be modelled as a state of charge function which is a first order difference equation in discrete time domain (3).
where k is the sample time and S int is the initial SOC at the start of each iteration. Vanadium redox flow battery of 200kw/800kwh is chosen for this particular energy management system. The net efficiency of this kind of battery is high as 85% and cell voltage is around 1.4-1.6V in Table 2 . It consist of 10 cell stacks of 20kW connected to 400V bus. 
Exchange cost
The cost of selling power to local grid is fixed about 0.68 Yuan/kWh while the cost of buying power is dynamic throughout the day based on the peak, mid and valley time period as shown in Fig 5. The day is divided into three sections 23:00-7:00 is off peak time, 7:00-10:00, 15:00-18:00 are the mid peak time and 10:00-14:00, 18:00-21:00 are peak times. 
Proposed Smart Battery Management Module
Site historical data
We consider the power system comprises on a main grid, a Microgrid and a total load demand as this Microgrid model always work in grid connected so the main elements are: renewable sources, battery system and total load demand. All the historical typical day power output in different seasons are mentioned in from Wind and PV are mentioned in Fig. 3, Fig. 4, Fig. 5 .
Control formation
Let's donated the energy discharge (charge) and from (to) the battery at mth interval is D m and C m .Due to the influence of tariff structure it is mandatory to develop the optimization of battery charging and discharging at multiple time step but the ESS economics is fairly complex due to the fact that tariff is less inclined towards the energy charges and more towards the demand charges hence the control and timing of chargeable peak is more important to tackle [5] . A 10min refresh rate for triggering the EMS and energy stored used as decision variable.
ESS is charging (
2. ESS is discharging (P t >0 )
3. ESS is stopped
Equation (4), (5) and (6) showing the amount of power withdrawn or added to ESS power at any given time (10min). Equations (7) and (8) are the objective function and resulted standard form to use in Matlab while solving the dispatch problem at every 10min interval. It will minimize the cost function using all generation data at a particular time and local battery SOC status. The highest profit can be achieve between the light load and peak load periods ,so the ESS charge operation through renewable generation must be scheduled on off peak time of the and discharge operation must be scheduled on peak time of the day.
In this case an aforementioned strategy plus some extra scenarios are solved by using constraints and limits. During the first peak time of the day if the battery if out of charge then the system will wait for the price to come down in mid peak hours then it will charge battery in those hours for the next peak hour's usage.
Operational limits
Constraints and limits are mentioned in (9)- (13), including ramping rate, unit capacity of individual units and power balancing .calculate these limits and bounds in the mentioned objective function in order to minimize the cost of usage of power for a particular generation scenario of the day.
Results and Discussion
The energy management problem in Microgrid system can be defined as the multi objective optimization problem with desired constraint and bounds .The results shows the optimum generation points and the status of VRB for reducing the total cost while satisfying the bounds and constraint.
Computer simulation
Simulations have been carried out on Matlab on number of day scenarios including many summer and winter days. In Fig. 7 summer weekend generation point are given to the system and the resulting battery power is observed as the load on day time is supported by RE only and battery is almost empty at this point but after 23:00 the battery started charging using RE power. In the bottom case typical Winter workday is simulated which shows that battery is fully charged as the RE was sufficient enough to fulfil load demand whereas on peak supply power in peak hours battery almost empty and RE and grid was supporting the load at that point of time further battery started charging after 23:00 in off peak time. Fig 8. shows the snap shot of UI while working . Battery was charging in (8b) then on next refresh cycle is start discharging power as the RE power and grid prices changes then on next cycle as the RE went down it start charging again. In (8d) ,battery is charging through RE in off peak time of the day. 
Real time operation
Conclusion
The paper proposed and implemented a battery management system for real time dispatch problem. This system used the real time power of Wind and PV and changes the battery on selected periods of time in a day based on the availability of the power then it used that stored power on peak time of the day in order to minimize the electricity purchase cost from the utility grid. System is tested on Goldwind Microgrid test bed in Beijing and the results of running the system are mentioned in the paper which validate the effectiveness of the implemented system. Future work will be focus on the implementation of Robust Energy management module using modified Neuro-fuzzy system developed herein.
